
Item # Number Bldg IRS PM 
Guide

Frequency QTY

CRITICAL 1
E-27-04 PSC-South E-27 3 Y 1

CRITICAL 2
E-27-05 PSC-South E-27 3 Y 1

CRITICAL 3
E-27-06 PSC-South E-27 3 Y 1

CRITICAL 4
E-27-07 PSC-South E-27 3 Y 1

CRITICAL 5
E-27-08 PSC-South E-27 3 Y 1

CRITICAL 6
E-27-09 PSC-South E-27 3 Y 1

CRITICAL 7
E-27-10 PSC-South E-27 3 Y 1

CRITICAL 8
E-27-11 PSC-South E-27 3 Y 1

CRITICAL 9
E-27-12 PSC-South E-27 3 Y 1

CRITICAL 10
E-27-13 PSC-South E-27 3 Y 1

CRITICAL 11
E-27-14 PSC-South E-27 3 Y 1

CRITICAL 12
E-27-15 PSC-South E-27 3 Y 1

CRITICAL 13
E-27-16 PSC-South E-27 3 Y 1

CRITICAL 14
E-27-17 PSC-South E-27 3 Y 1

CRITICAL 15
E-27-18 PSC-South E-27 3 Y 1

CRITICAL 16 E-29-01 PSC-South E-29 A 1
CRITICAL 17 E-29-02 PSC-South E-29 A 1

CRITICAL 18
E-30-01 PSC-South E-30A 3 Y 1

CRITICAL 19
E-30-02 PSC-South E-30A 3 Y 1

CRITICAL 20
E-30-03 PSC-South E-30A 3 Y 1

CRITICAL 21
E-30-04 PSC-South E-30A 3 Y 1

CRITICAL 22
E-30-05 PSC-South E-30A 3 Y 1

CRITICAL 23
E-30-06 PSC-South E-30A 3 Y 1

CRITICAL 24
E-30-07 PSC-South E-30A 3 Y 1

CRITICAL 25
E-30-08 PSC-South E-30A 3 Y 1



CRITICAL 26
E-30-09 PSC-South E-30A 3 Y 1

CRITICAL 27
E-30-10 PSC-South E-30A 3 Y 1

CRITICAL 28
E-30-11 PSC-South E-30A 3 Y 1

CRITICAL 29
E-30-12 PSC-South E-30A 3 Y 1

CRITICAL 30
E-30-13 PSC-South E-30A 3 Y 1

CRITICAL 31
E-30-14 PSC-South E-30A 3 Y 1

CRITICAL 32
E-30-15 PSC-South E-30A 3 Y 1

CRITICAL 33
E-30-16 PSC-South E-30A 3 Y 1

CRITICAL 34
E-30-17 PSC-South E-30A 3 Y 1

CRITICAL 35
E-30-18 PSC-South E-30A 3 Y 1

CRITICAL 36
E-30-19 PSC-South E-30A 3 Y 1

CRITICAL 37
E-30=20 PSC-South E-30A 3 Y 1

CRITICAL 38
E-30-01 PSC-East E-30A 3 Y 1

CRITICAL 39
E-30-02 PSC-East E-30A 3 Y 1

CRITICAL 40

E-33-01 PSC-South E-33A A 1

CRITICAL 41

E-33-02 PSC-South E-33A A 1

CRITICAL 42

E-33-03 PSC-South E-33A A 1

CRITICAL 43

E-33-04 PSC-South E-33A A 1

CRITICAL 44

E-33-05 PSC-South E-33A A 1

CRITICAL 45

E-33-06 PSC-South E-33A A 1

CRITICAL 46

E-33-07 PSC-South E-33A A 1



CRITICAL 47

E-33-08 PSC-South E-33A A 1

CRITICAL 48

E-33-09 PSC-South E-33A A 1

CRITICAL 49

E-33-10 PSC-South E-33A A 1

CRITICAL 50

E-33-11 PSC-South E-33A A 1

CRITICAL 51

E-33-12 PSC-South E-33A A 1

CRITICAL 52

E-33-13 PSC-South E-33A A 1

CRITICAL 53

E-33-14 PSC-South E-33A A 1

CRITICAL 54

E-33-15 PSC-South E-33A A 1

CRITICAL 55

E-33-16 PSC-South E-33A A 1

CRITICAL 56

E-33-17 PSC-South E-33A A 1

CRITICAL 57

E-33-18 PSC-South E-33A A 1

CRITICAL 58

E-33-19 PSC-South E-33A A 1

CRITICAL 59

E-33-20 PSC-South E-33A A 1

CRITICAL 60

E-33-21 PSC-South E-33A A 1

CRITICAL 61

E-33-22 PSC-South E-33A A 1

CRITICAL 62

E-33-23 PSC-South E-33A A 1

CRITICAL 63

E-33-24 PSC-South E-33A A 1



CRITICAL 64

E-33-25 PSC-South E-33A A 1

CRITICAL 65

E-33-26 PSC-South E-33A A 1

CRITICAL 66

E-33-27 PSC-South E-33A A 1

CRITICAL 67

E-33-28 PSC-South E-33A A 1

CRITICAL 68

E-33-29 PSC-South E-33A A 1

CRITICAL 69

E-33-30 PSC-South E-33A A 1

CRITICAL 70

E-33-31 PSC-South E-33A A 1

CRITICAL 71

E-33-32 PSC-South E-33A A 1

CRITICAL 72

E-33-33 PSC-South E-33A A 1

CRITICAL 73

E-33-34 PSC-South E-33A A 1

CRITICAL 74

E-33-35 PSC-South E-33A A 1

CRITICAL 75

E-33-36 PSC-South E-33A A 1

CRITICAL 76

E-33-37 PSC-South E-33A A 1

CRITICAL 77

E-33-01 PSC-East E-33A A 1

CRITICAL 78
E-34-01 PSC-South E-34A A 1

CRITICAL 79
E-34-02 PSC-South E-34A A 1

CRITICAL 80
E-34-03 PSC-South E-34A A 1

CRITICAL 81
E-34-04 PSC-South E-34A A 1



CRITICAL 82
E-34-05 PSC-South E-34A A 1

CRITICAL 83
E-34-06 PSC-South E-34A A 1

CRITICAL 84
E-34-07 PSC-South E-34A A 1

CRITICAL 85
E-34-08 PSC-South E-34A A 1

CRITICAL 86
E-34A-01 PSC-South E-34A A 1

CRITICAL 87
E-34A-02 PSC-South E-34A A 1

CRITICAL 88
E-34A-03 PSC-South E-34A A 1

CRITICAL 89
E-34A-04 PSC-South E-34A A 1

CRITICAL 90
E-34A-05 PSC-South E-34A A 1

CRITICAL 91
E-34A-06 PSC-South E-34A A 1

CRITICAL 92
E-34A-07 PSC-South E-34A A 1

CRITICAL 93
E-34A-08 PSC-South E-34A A 1

CRITICAL 94
E-34A-09 PSC-South E-34A A 1

CRITICAL 95
E-34A-10 PSC-South E-34A A 1

CRITICAL 96
E-34A-11 PSC-South E-34A A 1

CRITICAL 97
E-34A-12 PSC-South E-34A A 1

CRITICAL 98
E-34A-13 PSC-South E-34A A 1

CRITICAL 99

E-40-01 PSC-South E-40, 
E42, E-
42A, E-
42B, E-

42C

A, SA, 
Q,  M, W

1

CRITICAL 100

E-40-01 PSC-East E-40, 
E42, E-
42A, E-
42B, E-

42C

A, SA, 
Q,  M, W

1

CRITICAL 101 E-43-01 PSC-South E-43 Q 1

CRITICAL 102
E-58-01 PSC-South E-58 SA 1

CRITICAL 103
E-58-02 PSC-South E-58 SA 1



CRITICAL 104
E-58-03 PSC-South E-58 SA 1

CRITICAL 105
E-58-04 PSC-South E-58 SA 1

CRITICAL 106
E-58-06 PSC-South E-58 SA 1

CRITICAL 107 E-58-01 PSC-East E-58 SA 1

CRITICAL 108 E-58-02
PSC-South

E-58 SA 1

CRITICAL 109 E-58-03
PSC-South

E-58 SA 1

CRITICAL 110 E-58-04
PSC-South

E-58 SA 1

CRITICAL 111 E-58-06
PSC-South

E-58 SA 1
CRITICAL 112 E-58-01 PSC-East E-58 SA 1



IRS PM DESCRIPTION Certifica- tion 
/ Testing

MAKE/MODEL DESCRIPTION

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

Low Voltage Power Circuit , Breaker 
(Over 100 amps)

0 Low Voltage Power Breaker, >50 amp

High Voltage Oil Circuit Breaker 0 High Voltage Breaker

High Voltage Oil Circuit Breaker 0 High Voltage Breaker

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle



Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Switchboard Per Cubicle

Switchboards, Medium Voltage , (per 
cubicle)

0 Liebert Power Panel, 480 V In, 120/208 V 
Out

Switchboards, Medium Voltage , (per 
cubicle)

0 Liebert Power Panel, 480 V In, 120/208 V 
Out

Switchboards, Medium Voltage , (per 
cubicle)

0 Electric Panel (208/230)

Switchboards, Medium Voltage , (per 
cubicle)

0 Electric Panel (480/277)

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer Dry, GE, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Challenger, 150 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Challenger, 150 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Westinghouse, 112.5 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, GE,  30 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Federal, Pacific , Dry  45 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Square D, 45 KVA



High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, PowerFormer,  45 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Challenger, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Westinghouse, 37.5 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Challenger, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transfomer. Dry, GE, 112 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Westinghouse, 30 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Power Center, 750 KVA, Primary 13.2KV, 30 
Delta

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Power Center, 750 KVA, Primary 13.2KV, 30 
Delta

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Sorgel, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Dry, Sorgel, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, General Electric, Dry 45 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, MGM  112.5 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Westinghouse 1500 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Federal, Pacific, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Challenger, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Siemens, Dry, 150 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, General Electric, 30 KVA



High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Magnetek, Dry  45 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer. Siemens 150 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, General Electric, 150 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Siemens 112.5 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Square D, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Square D, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, GE, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Challenger, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, GE, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Power Former, 75 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, 2 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, Westinghouse, 30 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer. Siemens 150 KVA

High Voltage Network and, Power Type 
Transformer Dry Type Transformer - -  
Power Type

0 Transformer, 300 KVA

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 ***Switchgear Disconnect, Motor Control, 
Exhaust Fan***

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 ***Switchgear Disconnect, Motor Control, 
Exhaust Fan***

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, I-T-E, 60 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Cutler Hammer (Breaker), 150 
A



Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Siemens, 30 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Westinghouse, 60 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, I-T-E, 60 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Square D, 30 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Line DIsconnect, 13,200 Volt

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Line DIsconnect, 13,200 Volt

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 ***Switchgear Disconnect, GE, 400 A***

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 ***Switchgear Disconnect, GE, 200 A, (MGM 
Trans), Fused***

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 ***Switchgear Disconnect, Siemens, 500 
A***

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 ***Switchgear Tie-breaker***

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Square D, 225 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Square D, 225 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, GE (Breaker), 225 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, GE (Breaker), 225 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, I-T-E, 200 A, Fused

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Cutler Hammer, 200 A

Disconnects or Isolating Switch, Per 
Switch, Under 200 amps >600 VOLTS

0 Disconnect, Siemens, 400 A

Emergency Generator; Electric,  
Gasoline, or Natural Gas

0 Generator, Onan, 30 amp, 120/208 V, 3 PH

Emergency Generator; Electric,  
Gasoline, or Natural Gas

0 Generator, Gas

Lead Acid Battery (per cell) 0 Lead Acid Battery

Power Distribution Unit 0 Power Distribution Unit - United Power - 
Model #CDM4F2150426

Power Distribution Unit 0 Power Distribution Unit - United Power - 
Model #CDM4F2150426



Power Distribution Unit 0 Power Distribution Unit - Lebert - Model 
#PPA100C

Power Distribution Unit 0 Power Distribution Unit - Lebert - Model 
#PPA075C

Power Distribution Unit 0 Power Distribution Unit - Lebert - Model 
#PPA075C

Power Distribution Unit 0 Power Distribution Unit - United Power

Power Distribution Unit 0
Power Distribution Unit - United Power - 
Model #CDM4F2150426

Power Distribution Unit 0
Power Distribution Unit - Lebert - Model 
#PPA100C

Power Distribution Unit 0
Power Distribution Unit - Lebert - Model 
#PPA075C

Power Distribution Unit 0
Power Distribution Unit - Lebert - Model 
#PPA075C

Power Distribution Unit 0 Power Distribution Unit - United Power



LOCATION

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm



Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Switchgear Rm

Laser Print Rm

Laser Print Rm

Switchgear Rm

Switchgear Rm

Laser Print Rm

Files

Files

Files

Door 03

Switchgear Rm

Switchgear Rm



Switchgear Rm

Switchgear Rm

Sprinkler Rm

New Extension

Exam Mens Closet

Modular

Switchgear Room

Switchgear Room

Exam

Exam

Switchgear Room

Switchgear Room

Switchgear Room

Door 2 (Ceiling)

Door 2 (Ceiling)

Machine Room

Door 3 (Files)



Door 5, Elevator

Training, Electric Rm

Switchgear Room

Training, Electric Rm

Exam

Exam

Exam

Exam

Exam

1009 Exam

Door 5 

Pre-Fab

Files, Rear Closet

Switchgear Rm

Switchgear Room

Switchgear Room

Exam

Machine Room



Freight Lift

Loading Dock

Files, By Door 3

Roof Hatch

Main Feed

Main Feed

Switchgear Room

Switchgear Room

Switchgear Room

Switchgear Room

Exam

Exam

Exam

Exam

Machine Room

Mail Sorter

Files, Rear Closet

Main Feed Rm

Switchgear Rm

Main Feed Rm

Underreporter

Underreporter



Laser Rm

Laser Rm

Laser Rm

Door 06

Underreporter

Laser Rm

Laser Rm

Laser Rm

Door 06


